PERMA-CRETE® Surface Overlay System - Epoxy / Urethane

A Surface Overlay System for Epoxy or Urethane Finishes

Manufacturer’s Specifications
PART | - GENERAL

1.01 SUMMARY

This document contains the Manufacturer’s requirements for the proper design, use, and installation of the PermaCrete Surface
Overlay System : Epoxy / Urethane. The PermaCrete surface coating consists of PermaThane CRU-750, a high solids two-
component acrylic urethane; or, PermaPoxy Enamel, a 100% solids two-component epoxy enamel.

1.02 REFERENCES / PERFORMACE

Per AC 39, “Acceptance Criteria for Walking Decks”

1. ASTMD570................... Water Absorption

2 ASTMD2299.................. Chemical Resistance

3 AC39 ... .. Concentrated Load

4 ASTMC348................... Flexural Strength

5 ASTMC190................... Tensile Strength

6 ASTMC882.................. Shear Bond Adhesion
7 ASTMCO9% . .................. Abrasion Resistance

8 ASTMG-21 ...t Mildew Resistance

9 ASTMC59% ................... Shrinkage

1.03 DEFINITIONS

A. Dealer: An independent PermaCrete installer.

B. PermaCrete: Registered trademark for PermaCrete products.

C.  Quality Systems, Inc.: Manufacturer of PermaCrete products.

D.  Substrate: The surface to which PermaCrete materials are applied for the surface finish.

1.04 DESCRIPTION

A. PermaCrete Surface Overlay System : PermaPoxy / PermaThane. Either a 100% solids epoxy, or a chemical resistant urethane
coating

B.  Design Requirements:

1. Acceptable surfaces for the PermaCrete Surface Overlay System include surfaces consisting of concrete, masonry, tile,
Hardiboard, DuRock, aggregate, steel, and similar surfaces in suitable condition for application. Contact Quality Systems,
Inc. for recommendations regarding other products, including machine-troweled concrete finishes, which may need additional
surface preparation.

2. Any surface determined to be not structurally sound shall be corrected or removed before the application of the PermaCrete
Surface Overlay System is applied. Remedial work to the surface shall be documented and approved by the Dealer before
application begins.

3. Form release agents, sealers, or surface treatments: Surface shall be clean and free of any type of form release agent,
petroleum based agents, or any coatings that may inhibit or prevent the proper adhesion of the PermaCrete Surface Overlay
System to the surface. Surface should be free from spalling, oxidized or UV damaged coatings, loose paint, sealers
or stains, or any other applied coating materials with doubtful adhesion. If any question as to the integrity of the
application surface exists, consult Quality Systems, Inc. for recommendations on testing or determining the surface’s
suitability for application.

C.  Performance Requirements: At minimum, PermaCrete materials shall be tested as follows:
1.Water-Absorption Resistance: ASTM D570
2. Chemical Resistance: ASTM D2299
3. Concentrated Load: AC 39
4. Tensile-Bond: ASTM C297
5. Freeze-Thaw Resistance: AC 219
6. Salt Spray Resistance: ASTM B117
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7. Water Resistance: ASTM D2247 and AATCC 127 per AC 38
8. Structural Performance: ASTM E330
9. Accelerated Weathering: ASTM G155

10. Ultraviolet Aging: AC 38

11. Accelerated Aging Cycling: AC 38

12. Flame Spread: ASTM E84

1.05 SUBMITTALS

A. Literature: Submit name of Surface Finish System company that is being used, and the literature on the exact products that are to
be used. Submit with the literature of the product’s information including current MSDS sheets.

B.  Samples: Prepare two 3’ x 3’ areas or suitable samples for review by the Architect. Do not proceed with Finish System until
Architect approves the sample area. Leave one sample on jobsite, and one sample protected with the Architect.

1.06 QUALITY ASSURANCE

A.  Manufacturer: All materials will be manufactured, sold and distributed by Quality Systems, Inc.(QSI), 1101 Menzler Road,
Nashville, TN 37210; Telephone 800-607-3762; Fax 615-834-1335; Website www.permacrete.com

B.  Dealer: Only craftsmen who have a demonstrable skill in the work covered under this specification shall be contracted. A firm
with a minimum of one (1) year’s experience in the application of materials similar to those specified herein shall be used.

1.07 DELIVERY, STORAGE, AND HANDLING

A.  All materials shall be delivered in original, unopened containers to the jobsite. Upon arrival, all materials should be inspected for
any possible shipping damages.

B.  All materials used on the project shall be stored in a place designated by the Owner or the Architect. Such storage place
shall be kept neat, clean, dry and between 40°-90°F, and all damage thereto or to its surroundings shall be made good by the
Contractor.

C.  All used waste or trash must be removed from the building or site location each night, and every precaution taken to avoid the
danger of fire.

D.  The Dealer shall protect surfaces and objects outside the building, as well as the grounds, lawns, shrubbery, and
adjacent properties against damage. The Dealer shall hold himself responsible for damage to adjacent surroundings.

E.  Atcompletion of work, the Dealer shall remove from the premises all debris created by him; he shall remove all material
splatters and leave his part of the work in a clean and finished condition.

1.08 PROJECT CONDITIONS
A. If applying below 50°F, check Manufacturer’s recommended procedure.
B. Dealer will need access to electric power and clean water at the installation area.

1.09 WARRANTY

A.  Product Warranty: Quality Systems, Inc. (QSI) warrants to Dealer that the Products therefore shall be free from defects in
material and workmanship for a period of one year from the date of shipment to Dealer, and QSI’s liability shall be limited
solely to the replacement of defective materials, as the case may be, which are proven to be defective upon QSI’s inspection. For
further warranty details, please contact QSI.

B. Installation Warranty: Issued by the independent, installing Dealer to his retail customer and normally for a period of one (1)
year. Additionally, a Dealer may, at his option, issue an extended 5 or 10 year limited warranty and / or an annual maintenance
agreement. PermaCrete products must be installed in accordance with the Manufacturer’s current, published specifications,
product instructions, and installation procedures. Each installation is solely the responsibility of the Independent PermaCrete
Dealer. See DISCLAIMER at end of Specifications. Please contact Quality Systems, Inc. for additional information.

1.10 MAINTENANCE

A.  Clean with a liquid or powdered laundry detergent (with premixed bleach) in a normal solution of one cup detergent to five
gallons of water.

B.  For resealing or other maintenance, please contact the Dealer.

PART Il - PRODUCT

2.01 MANUFACTURER
All materials and components of the PermaCrete Surface Overlay System : Epoxy / Urethane, shall be purchased directly
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from Quality Systems, Inc. by the Dealer.

2.02 MATERIALS
A.  PermaPrime E-Coat - Two-component epoxy primer
B. PermaThane CRU-750 - Two-component chemical resistant urethane
C.  PermaPoxy Enamel - 100% solids, two-component epoxy enamel
2.03 COMPONENTS.
A.  PermaPrime E-Coat
1. High-solids, two component epoxy primer containing epoxy resins and cycloaliphatic amine curing agents.
2. Has Lo-Mod elasticity which allows variations in stress and temperature.
3. Provides lasting protection against industrial chemicals, mildew, solvents, alkali, acids and temperatures up to 300°F.
B. PermaThane CRU-750
1. High-solids, two component acrylic urethane containing a styrene-acrylic copolymer and aliphatic polyisocyanate.
2. Has unique elasticity which allows variations in stress and temperature
3. Provides lasting protection against industrial chemicals, mildew, solvents, alkali, acids and temperatures up to 550°F, after full
cure.
C.  PermaPoxy Enamel
1. 100% solids, two-component epoxy enamel containing epoxy resins and cycloaliphatic amine curing agents.
2. Contains no harmful or irritable fumes.
3. Has Lo-Mod elasticity which allows variations in stress and temperature.
4. Provides lasting protection against industrial chemicals, mildew, solvents, alkali, acids and temperatures up to 550°F, after full
cure
PART Il EXECUTION

3.01 EXAMINATION

Before installation of the PermaCrete Surface Overlay System : Epoxy / Urethane, the Dealer will ensure that the surface is
in accordance with the guidelines listed in Section 1.04.B

3.02 SURFACE PREPARATION

A

If previous coatings of paint, glue or varnish, are present, they must be removed by shot blasting, electric disk grinder or an
appropriate removal product such as Perma:Strip Remover (PERMA-CRETE®). If grease or oil are present, they must be
removed with an appropriate removal product such as Orange Power Degreaser (PERMA-CRETE®).

Surface Cracks:

1. Determine cause of cracks (shifting surface, lack of expansion joints, surface material failure, substrate deterioration, etc).

2. For cracks wider than 1/4”, wear protective goggles and saw-cut length of crack at least 1/2” deep to open and penetrate
bottom of crack into slab to ensure crack repair material has proper bonding capability.

3. For cracks up to 1/4” wide, wear protective goggles and saw-cut length of crack at least 3/4” deep to open and penetrate
bottom of crack into slab to ensure crack repair material has proper bonding capability.

4. If crack is wider than 3/8” and through slab, fill crack from bottom of slab to within 1” of surface with Matrix mixture prior to
crack repair; if crack is 1/8” to 3/87, fill entire crack from top to bottom of slab with crack repair material such as Perma-Bond
Crack Repair (PERMA-CRETE®) and coarse sand. Allow mixture to harden.

5. For aggregate surfaces, saw out cracks as described and completely fill with crack repair material along with coarse sand, and
then level aggregate surface with skim coat of Matrix mixture before proceeding.

Surface Cleaning:

1. Apply appropriate, undiluted cleaning agent containing ethylene glycol monobutyl ether such as Blue Nitro Cleaner
(PERMA-CRETE®) with hand sprayer over entire surface. Allow to penetrate and dissolve any film contaminants for
approximately 5-10 minutes. (Do not allow to dry on surface).

2. After scrubbing the surface with synthetic brush or broom to remove deep dirt and contaminants, pressure wash the surface
(3,000 PSI minimum) before cleaning agent dries on the surface.

3. If mildew is present, chlorine bleach shall be applied to those applicable areas after cleaning agent is applied.

4. For very smooth concrete or other nonporous surfaces, a 15-second surface wash with muriatic acid to etch the surface is
recommended using a 6 to 1 mix or stronger before thoroughly rinsing the surface. (Note: Concrete must be at least 7 days old
prior to muriatic acid washing).
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5. Low spots in the surface which collect water should be marked or outlined so they can then be parged and leveled with a
Matrix Mix skim coat.

6. Use electric blower to remove leaves, debris or dust prior to parging or leveling (Note: Dust left on the surface prior to the
Matrix Mix skim coat or texture coat applications can cause these applications to later delaminate).

7. Ensure that parged areas and remaining surfaces are thoroughly dry before proceeding.

3.03 INSTALLATION

—Ta

Determine that substrate is sound, free from defects, and in suitable condition to properly adhere to PermaCrete application.
Remove any previous coatings by shotblasting the surface. If shotblasting is not possible, use a stripper or acid to remove

the existing coating. (If strippers or acids are used, allow ample drying time {up to 2-3 days could be required to evaporate all
slab moisture} before application of PermaCrete products).

Mechanically prepare the surface (usually concrete) by shotblasting or acid etching. (A slight profile on the surface is needed in
order to achieve a lasting chemical bond).

Test for moisture in the slab by taping a 1 sqg. ft. piece of clear plastic to the surface with duct tape. Make sure all edges are taped
so that no air or moisture can escape from under the plastic. Observe the plastic periodically and, if no moisture is trapped after
24 hrs., the slab is dry enough to apply PermaPoxy or PermaThane products. If moisture is present, continue to test until a 24 hr.
span has elapsed with no trace of moisture under the plastic.

Clean the entire surface area with a fast-drying solvent such as xylene. Ribbon out xylene (pour in parallel strips) across surface
and then spread over floor with a soft-sponge squeegee. Follow this procedure by using a tack rag dampened with xylene to
remove any remaining dust or contaminants.

To achieve a seamless floor finish, fill all expansion joints with a mixture of PermaPoxy and xylene. (Using a slow speed,
explosion proof drill, mix 3 parts PermaPoxy to 1 part xylene for approximately 5 minutes). Pour mixture into expansion

joints and allow to set and harden. If additional fill or leveling is needed, repeat this step. Caution: Future hairline cracking may
occur in expansion joint.

Sand off the joint surfaces to level with the floor, as needed, after the expansion joint fill has hardened (approximately 8 hrs.).
Re-clean the entire surface with a tack rag dampened in xylene to remove all new dust or remaining contaminants.

Apply one coat of PermaPrime E-Coat at 6 mils. Using a slow speed, explosion proof drill, mix 3 parts Ato 1 part B for
approximately 5 minutes. Apply mixture by brush, roller, notched squeegee, or airless sprayer. Surface should be tack free and
ready for recoat within 4 - 6 hours.

The Surface is now ready for an intermediate coat of PermaPoxy Enamel or PermaThane CRU-750. Note: If surface leveling is
required, mix a slurry coat of PermaPoxy, or PermaThane, and sand to spread evenly over surface and obtain a smooth, level
floor. Using a slow speed drill, mix PermaPoxy (2 parts A & 1 part B) or PermaThane (3 parts A & 1 part B), for 5 minutes and
add 9 1bs. of sand (equal mixture of 70 mesh, 140 mesh, and flour sand). Ribbon out mixture and spread over surface with a
notched squeegee followed by rolling the surface smooth with a low-nap roller. When surface becomes slightly tacky to the
touch, back-roll the surface with a clean non-shedding, low nap roller to prevent any air bubbles that appear from hardening at
the surface.

If additional surface fill is needed for leveling, apply another light coat of PermaPoxy Enamel (only), or PermaThane CRU-750
(only).

If an epoxy floor finish is the desired end-product surface, apply one, final coat of PermaPoxy (2A to 1 B), or PermaThane (3 A
to 1 B), to the surface with brush, roller, or airless paint sprayer. When surface becomes slightly tacky to the touch, back-roll the
surface with a clean 1/2” non-shedding, low-nap roller to prevent any air bubbles that appear from hardening at the surface.
Note: To achieve a rough, sand finish on the final surface, broadcast the desired type sand (by hand or through a hopper gun
assembly) as needed in this final, PermaPoxy or PermaThane coat. Note: The final application should be tacky before the sand is
broadcast onto the surface. Note: Excessive buildup can cause streaking.

If a chemical resistant urethane floor finish is the desired end-product surface, apply one coat of PermaThane CRU-750 to

the surface instead of the final PermaPoxy application as described in Step L. Using a slow speed explosion proof drill, mix 3
parts PermaThane part A with 1 part PermaThane part B for approximately 5 minutes. Apply with a 1/2” non shedding roller,
notched squeegee, brush or airless sprayer. The PermaThane application should be tack free in 6 - 8 hours and ready for recoat,
if desired.
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Note: Excessive buildup can cause streaking.

Note: All recoats of PermaPoxy or PermaThane, must be applied within 24 hrs. of the previous coating
application in order to chemically bond to the previous application.

Note: All pilot lights, sparks or flames must be extinguished in the work area during mixing or application of PermaThane CRU
750.

Note: Do not breath vapor or mist. Wear an appropriate, properly fitted respirator (NJOSH/ MSHA approved) during and after
application unless air monitoring demonstrates vapor/ mist levels are below applicable limits.

3.04 FIELD QUALITY CONTROL
A. Each installation is solely the responsibility of the Dealer.
B.  Quality Systems, Inc. assumes no responsibility for on-site inspections or application of its products.

3.05 CLEANING

A.  Surrounding areas that are not to be surfaced with PermaPoxy or PermaThane should be taped off and covered with plastic or
paper.

B.  The Dealer shall protect surfaces and objects outside the building, as well as the grounds, lawns, shrubbery, and adjacent
properties against damage during the application. The Dealer shall hold himself responsible for damage to adjacent
surroundings.

C.  Atcompletion of work, the Dealer shall remove from the premises all surplus materials and all debris created
by him; he shall remove all material splatters and leave his part of the work in a clean and finished condition.

3.06 PROTECTION
A.  The PermaCrete Surface Overlay System : Epoxy / Urethane, shall be protected from damage and exposure to contaminants
until fully cured.

DISCLAIMER

PERMACRETE® products must be installed in accordance with the manufacturer’s current, published specifications, product
instructions, and installation procedures. Each installation is solely the responsibility of the Independent PermaCrete Dealer.

The architecture, design and engineering of a project using PermaCrete products are the responsibilities of the project’s design
professional. A PermaCrete Surface Overlay System can be installed as the coating on a substrate approved and constructed
pursuant to all applicable code requirements for that substrate. The applicator must consult the applicable code requirements for the
jurisdiction in which the construction is commencing, not only to the application of the PermaCrete Surface Overlay System, but also
to the substrate upon which it is applied. Failure to adhere to those code requirements by the applicator could render the application
deficient and nullify any PermaCrete product warranty from Quality Systems, Inc. (QSI). QSI will warrant the performance of a
properly installed PermaCrete Surface Overlay System as defined in QSI’s published 5 & 10 Year Limited Warranty documents.
QSI does not warrant the substrate or the performance of the installed substrate system. Please contact Quality Systems, Inc., for
additional information.

Quality Systems, Inc.
1101 Menzler Road
Nashville, TN 37210

(615) 331-9200
(800) 607-3762

www.permacrete.com




